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Work Order Type:

WORK ORDER INFORMATION

Weatherization

COMMENT
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CLIENT INFORMATION
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AGENCY INFORMATION

Upper Cumberland H R A (931) 528-1127

3313 Williams Enterprise Drive
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Email Address:
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Cookeville, TN   38506
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Measures
Seal Ducts

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Ducts:
HVAC-SUPPLY LINE HAS BEEN MASHED IN PREVENTING COMPLETE 
AIR SUPPLY THERE IS PLENTY OF DUCT THERE IT CAN BE CUT AND 
RE-ATTACHED TO UNIT. NO ADDITIONAL DUCT REQUIRED.

Components Inspected

#

1

Duct sealing (setup cost)1 Insulation 1Each

Duct Sealing10 Miscellaneous 
Supplies

1Each

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Page 2 of 6

Client ID: 17017UC-0595

WO/17017UC-0595/1
Work Order Bid (ID)

Version 8.5.0

DOE Weatherization Assistant

Report Run On: 5/20/2010



General Air Sealing

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment CAULK INTERIOR AND EXTERIOR OF 6 WINDOWS
INSTALL DOOR SWEEP
WEATHERSTRIP DOOR USING SILICONE BULB WEATHERSTRIP
STANDARD MOBILE HOME DOOR W/ LOCK SET DBL WINDOW AND INT. 
TRIM
Ducts:
HVAC-SUPPLY LINE HAS BEEN MASHED IN PREVENTING COMPLETE 
AIR SUPPLY THERE IS PLENTY OF DUCT THERE IT CAN BE CUT AND 
RE-ATTACHED TO UNIT. NO ADDITIONAL DUCT REQUIRED.

Components Inspected

#

2

General air sealing 
(setup cost)

1 Insulation 1Each

Infiltration Reduction10 Miscellaneous 
Supplies

1Each

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Setback [heating]

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment BID AS A TUNE UP

Components Inspected

#

3

Setback thermostat1 Heating 
Equipment

1Each

Setback thermostat2 Labor 1Each

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Glass Storm Windows B5

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

4

Glass storm windows1 Windows 2.5SqFt

Glass storm windows2 Labor 2.5SqFt

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Belly Fiberglass Loose

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

5

Floor Insulation -
Fbergls,Blwn

1 Insulation 11Bag

Floor Insulation -
Fbergls,Blwn

2 Labor 11Bag

Floor Insulation -
Fbergls,Blwn

3 Other 1Each

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Glass Storm Windows A6

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

6

Glass storm windows1 Windows 12.44SqFt

Glass storm windows2 Labor 12.44SqFt

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Fix Moisture Problems 
(Basement/Crawlspace) 1020 SQ. FT

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

Moisture Barrier Needed 
(+)

10 Unspecified 1Each

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

8

9-volt Smoke Detector1 Health and Safety 
Items

1Each

Labor2 Labor 1Hour

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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